
Pre-Deployment

Deployment

 Confirm incident meets Tier 2 surge criteria (26–50% over normal

capacity)

 Notify mortuary operations lead and initiate AirCool deployment

protocol

 Identify and prepare suitable indoor location with:

 Power supply (110–240V) or a generator (5kW+ with AVR)

 Secure space with space for ventilation around unit

 Easy access for stretcher or trolley

 Retrieve AirCool unit from storage

 Inspect unit for any damage or missing components

Move unit to designated space (fits through standard doors and

elevators)

 Unpack and unfold structure

 Connect and power on cooling system (no tools required)

 Check internal temperature drop (typically within 20-30 minutes)

 Place decedents on  AirCool body boards and roller racking 

 Log unit activation time and team members present
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Post-Deployment
Monitor temperature and power supply periodically

 Update chain-of-custody documentation for each decedent

 Coordinate with ID and forensic teams for decedent processing

 Clean and decontaminate unit after use

 Repack and store unit for future deployments

 Complete after-action report
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For further information on the Flexmort AirCool contact: info@flexmort.com


